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BREAKAWAY TRANSFORMER BASE SHALL BE USED WHEN LIGHTING STRUCTURE IS NOT PROTECTED

FROM TRAFFIC AND SHALL BE APPROVED AS BREAKAWAY BY FHWA

NOTES:

1.

THE CONTACT AREA BETWEEN THE TRANSFORMER
BASE AND CONCRETE FOUNDATION SHALL BE
SHOP COATED WITH COAL TAR EPDXY
BITUMASTIC 300 M. OR EQUAL. MEETING
SSPC-PAINT 16 SPECIFICATIONS.

THE THICKNESS OF THE COATING SHALL BE
BETWEEN 6 AND 8 MILLS. THE COATING
SHALL BE COMPLETELY DRY BEFORE
INSTALLATION. THE TOP OF THE FOUNDATION
SHALL NOT BE PAINTED.

TOP AND BOTTOM OF BASE MAY BE SLOTTED
FOR BOLT CIRCLE. SLOT MUST ACCOMMODATE
DIMENSION SHOWN.
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